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~.General :Notes |

1AL construction shall conform to the- |

New York: Stote Uniform Flre Preventlon

Jond Bultding Code, ‘the: New. York Stote. |-
Energy: Conservatlon Construc’tlon Code, i

the Notlonal Flectrical Code (NEC)- ond
Accesslble and Usable Bulldings .and :
Facilltles (CABD/ANSI A1171 1992)

nghtlng shall comply with the New Yor‘k 1
S‘tute Energy Code and NEC.

e HVAC shall comply with the New Yor‘k
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Instolled to ensure proper coverage
per’ NFPA 13, :
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All Finish muter‘iqls to be closs A or B
ceiling
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New or relocoted 2x4 troffer,

Existing 2x4 troffer to remain

il

" i Existlng 2x4 troffer to be removed.

azs=cc===H

D New or relocated 2x2 troffer.
Exlsting 2x2 troffer to remaln

BE==n

E__E Existing 2x2 troffer to ke removed.

New or relocated sprinkier head.

-]

Existing sprinkler head to remaln.

L]

Existing sprinkler head to be removed.

E New or relocated diffuser.
Exlsting dif fuser to remain.

ExIsting dif fuser to be removed.

New or relocated return oir grill

Eeme—
Exlsting return alr gritt to remain

.
! Existing return alr gril to be removed.
L

New emergency light.

New strobe only unit.

New A, V., unlt,

3 a8 & 8

Exlsting emergency light to remain,

By Existing A V., unit to remain.

Fal Existing flre alarm pull station to remaln.
New exit light.

Exlsting exlt light to remain.

] Exlsting smoke detector to remaln.

o New duplex outlet

(9) New quad outlet

v New data / volce outlet

[ werwrerarerwerse] New 6’ high partition
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Acoustical
ceiling
5/8"
type
X
drywall
metal
stud

Wall section - 6’ high partition
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Acousﬂcol___J//////

ceiling

drywall y
3 5/8” /
metal

stud

Sound
batt
insulation

Wall section - ceiling height partition

Scale! 172°=1'0*

Deck__/////////
above
Acousﬁcal__/////////’
celling
5/8°
type
X
drywall ,
3 5/8”_/
metal
stud
Sound ///////////
batt
insulation
Wall section - floor to deck partition
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Generol'Notes

Al construction shall confaorm to the
New York State Uniform Fire Prevention
ond Bullding Code, the New York State
Energy Conservation Construction Code,
the National Electrical Code (NEC) and
Accessible and Usable Bulldings and
Facllitles (CABO/ANSI A117.1-1992).

Lighting shall comply with the New  York
State Energy Code and NEC,

HVAC shall comply with the New York
State Energy Code.

Sprinklers to be relocated and/or
installed to ensure proper coverage
per NFPA 13,

Alt finish materials to be class A or B
as required for sprinklered occupancy.

Cerpeting shall be closs | or 2 as
required for sprinklered occupancy.

Froming materiols to be 20 gouge
gelvanized steel,
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