ITEM C660.5X   TEMPORARY BYPASS PIPING

DESCRIPTION:

Work consists of installation and maintenance of temporary bypass piping and service connections with pressure regulator valves as shown on the plans and as directed by ENGINEER.

MATERIALS:

Bypass Pipe:
Pipe: Plastic or steel.
Pressure: Watertight and pressure rated for 200 psi operating pressure.
Previous Use: Only for potable water in previous applications.

Bypass Pipe Couplings:
Type: Victaulic.
Pressure: Watertight and pressure rated for 200 psi operating pressure.

Hoses and Hose Fittings:
Material: Inert material that will not impart a taste into the water
Pressure: Watertight and pressure rated for 200 psi operating pressure.

Temporary Bypass Asphalt:
Temporary pavement shall be in accordance with NYSDOT Standard Specifications Section 402 and 403.

CONSTRUCTION DETAILS:

General:
Install bypass pipe on house-side of sidewalk when possible. Install bypass in ditch whenever possible. Where not possible, provide an asphalt ramp over the bypass pipe at each location where pipe crosses sidewalks as indicated in the detailed drawings.

Excavate and bury bypass across roads, as shown on the Contract Drawings.

Preparation:
Obtain Distribution Plate maps and water service tap cards from MCWA’s Project Representative and determine location of mainline valves, hydrants, consumer curb stops and fire service line valves.

Determine location and method of connection to bypass.

String bypass along street to be serviced.

Excavate where necessary for connections to existing mains or services or where necessary for burying the bypass.
**Installation:**
Install bypass pipes as shown on Contract Drawings or as directed by the ENGINEER. Changes in layout may be made with prior approval of ENGINEER. Secure bypass with suitable anchoring devices as needed.

Excavate and bury bypass pipe at road crossings. Bury bypass pipe for full width of pavement. Maintain cuts with temporary pavement.

Install valves on bypass pipe at both ends of each road crossing.

Excavate and bury bypass pipe at driveway crossings as shown on Contract Drawings or as ordered by ENGINEER. Maintain cuts with temporary pavement.

Ramp and maintain bypass pipe at sidewalk crossings as shown on applicable detail in the Contract Drawings.

Ramp and maintain bypass pipe at residential driveway crossings with compacted temporary pavement free of potholes, bumps, irregularities, and depressions. Rigid bypass pipe must be used at driveway crossings (whips will not be allowed for driveway crossings).

**Temporary fire hydrants:**

Install temporary hydrants as shown on Contract Drawings or as ordered by ENGINEER. The maximum spacing for temporary hydrants is every 500 feet.

Temporary fire hydrants shall have 4½-inch NST (National Standard Threads) nozzles. Maintain caps on temporary hydrants.

Install additional mainline bypass valves with a maximum of ten (10) houses or not more than 1,000 feet between each valve and as shown on Contract Drawings.

**Connections to existing water mains:**

Make connections to existing water mains as shown on Contract Drawings.

**Connections to existing hydrants:**

1. Flush hydrant until clear water is observed.

2. Chlorinate hydrant barrel with a concentrated chlorine solution containing not less than 200 PPM of free chlorine. Chlorine solution shall remain in the hydrant barrel for a minimum period of one hour.

3. Remove hydrant main valve assembly and plug weep holes on all hydrants during use for temporary bypass connections.
4. Install a NST, double-valved tee directly on 4½ inch hydrant nozzle. One branch of tee shall be used for temporary bypass connection, and other shall be left without bypass attachments for fire department use.

5. Support appurtenances attached to hydrant.

6. **CONTRACTOR** must supply and install a combination backflow preventer and reduced pressure zone (RPZ) device at all water supply connections. The device must be of the same size as the greatest bypass pipe nominal diameter. The device must be approved by the **ENGINEER** and MCWA’s Project Representative.

Contact the Monroe County Water Authority for the installation of a backflow preventer device and meter on all hydrants used for purposes other than supplying the bypass pipe. The cost for obtaining and setting the backflow preventer will be solely the CONTRACTOR's expense. Contact the Monroe County Water Authority at (585) 442-2001, extension 273 for information on costs and scheduling of backflow preventer installations. The CONTRACTOR will be billed for water used for purposes other than to supply the bypass pipe.

The CONTRACTOR will not be allowed to use water from the temporary bypass pipes for any other purpose other than to supply the bypass pipes. Water for filling water tanks, watering lawns, or any other purpose other than supplying water to bypass pipes must be obtained from a hydrant with a Monroe County Water Authority approved backflow preventer, as noted above.

Thoroughly flush bypass pipe, and chlorinate and health sample in the same manner as specified in the Owners Requirements.

Supply and install “Out of Service” markers on all permanent hydrants while they are out of service, for the duration of work. Maintain temporary bypass hydrants and “Out of Service” signs on the permanent hydrants until the relocated main is in service, and all permanent hydrants are completely installed.

**Interruption of Service:**

Do not shut down or interrupt flow through any Authority facility unless specifically permitted to do so, in writing, by the Monroe County Water Authority.

Do not operate any existing facility, including main line valves, controlling flow. Assist Monroe County Water Authority in closing all valves necessary for interruption or shutdown of flow.

When an interruption of service occurs, work continuously and with expediency until completion of all work necessary to restore service to its normal state.
Emergency Shutdowns and Notifications:

In the event of a rupture of a water main, service, bypass pipe, temporary service or other failure of a Monroe County Water Authority facility, whether the result of CONTRACTOR’s activities or other unrelated matters, act in accordance with the provisions of this Specification.

1. Immediately notify Monroe County Water Authority’s Dispatch Office, (585) 442-2009, and inform them of the situation, affected area, proposed duration, and the need for an immediate water main shutdown.

2. Call the Monroe County Water Authority Service Man for the area, inform him of the situation and request a water main turn off. The CONTRACTOR is Not to operate any valve to turn the water main off, unless authorized by MCWA’s Service Man or Monroe County Water Authority’s Project Representative.

3. Notify all affected residents.

Planned Shutdowns and Notifications:

Notify Monroe County Water Authority’s Project Representative and the ENGINEER in writing of proposed shutdown of any Monroe County Water Authority facility, and approximate duration thereof, a minimum of three (3) days in advance. Include date, time and extent of duration of shutdown in the written notification.

Notify all consumers, in writing, twenty-four (24) hours prior to shutdown with the notification form provided by Monroe County Water Authority. Completely fill out notification form and distribute it to all affected consumers prior to shutdown.

Immediately prior to individual service work, notify the consumer again to verify that all water use has been stopped.

Bear all responsibility for any loss or damage arising out of the failure of any such customer to receive notice of proposed shutdown or interruption of service.

Identify material, size, location of service, location outside hose bib and location of the curb box prior to making shutdown. Do not shut down or cause any interruption of flow until all labor, material and equipment necessary to perform the work are present at the work site.

Restore service as soon as possible. Immediately notify Monroe County Water Authority’s Project Representative of said restoration of service.

Transfer of consumer services:
   Transfer services to bypass pipe after Monroe County Water Authority receives written
notice of an approved health sample.

Transfer all structures served by the main being removed from service to the bypass pipe. After transferring all customers to the bypass, shut down and de-water the water main to be relocated, by a method other than cutting the main, for a period of 24 hours in order to ensure that no customers will be without water service.

Connect consumer services, that are 1½ inch and smaller, to bypass using a hose connected to an outside hose bib.

Under no circumstances shall a domestic consumer's meter be removed.

Use a double-valved "Y" connector to connect temporary hose to consumer's hose bib.

When a hose bib connection is not possible, an alternate manner of connection shall be reviewed and approved by the ENGINEER and Monroe County Water Authority.

Connect larger services by tapping the service line and connecting it to the bypass or in a manner acceptable to the ENGINEER and Monroe County Water Authority.

Thoroughly flush hoses to be used for temporary services with potable water immediately prior to connection to consumer's service. Notify consumer prior to shutting off the service and transfer services to the bypass. Do not transfer services to bypass earlier than necessary to allow the work to progress without delay.

All existing water main valves are to be operated by the Monroe County Water Authority. Schedule shutdowns forty-eight (48) hours in advance with Monroe County Water Authority’s Project Representative.

Maintain barricades with flashers at all road crossings at the point where the bypass is no longer buried. Bury bypass up to pavement's edge as a minimum. Maintain bypass and services at all times. Designate a permanent company employee to maintain the bypass and services. CONTRACTOR to supply Monroe County Water Authority with applicable emergency and after hours phone numbers. All bypass breaks and problems reported to Monroe County Water Authority’s Dispatch Office shall result in a callout of the employee designated for maintenance.

Any work that Monroe County Water Authority performs to repair deficient bypass pipe, temporary services or any work pertaining to the bypass pipe, resulting from non-response from the CONTRACTOR, will be charged to the CONTRACTOR. This may also include the time for any and all Monroe County Water Authority personnel used to investigate the problem.

Use minimum ¾ inch diameter hoses for all services 1½ inch diameter and smaller. Use hoses or piping that is hydraulically equivalent to the service size for all services 2 inch in diameter and larger.
Connect services to the relocated water main upon completion of the water main installation work and after Monroe County Water Authority receives written approval of an acceptable health sample from Monroe County Health Department.

Remove bypass and all materials used for driveway ramps. Complete restoration of all areas damaged by temporary bypass pipe and service connections.

**METHOD OF MEASUREMENT:**

*Temporary Bypass Water Pipe* - Quantity to be measured for payment shall be the number of linear meters of temporary bypass water pipe installed, as measured along the centerline of the pipe, beginning with the connection to the water source and extending to the dead end or end water source connection constituting the end of this particular line of pipe. Branch bypass lines will be as measured from the centerline of the pipe which the branch joins, along the centerline of the branch, to the face of the end of pipe constituting the end of that line.

*Temporary Service Connections* – Quantity to be measured for payment shall be the per connection number of individual temporary service connections installed from the temporary bypass pipe to the consumer’s tie-in point, hose bib or other.

*Temporary Bypass Water Pipe Burial* – Quantity to be measured for payment shall be the number of linear meters of temporary bypass water pipe buried in pavement, or as directed by the ENGINEER, as measured along the centerline of the pipe, beginning with the edge of burial and commencing at the opposite edge of burial constituting the end of this particular line of burial.

**BASIS OF PAYMENT:**

*Temporary Bypass Water Pipe* - Unit price bid shall include the cost of notifications; furnishing, installing, maintaining and removing all pipe; pipe fittings; hardware; water supply connection backflow preventers and reduced pressure zone devices; testing; temporary hydrants; mainline valves; cost of backflow devices from the Monroe County Water Authority; connections to existing water mains; joint materials; making pipe joints; flushing; sampling taps; chlorinating; scheduling and assisting with obtaining health samples; health sample costs; ramping at sidewalks and driveways; preparation and distribution of service interruption notices; maintaining bypass pipe, road crossings and service connections throughout duration of project; and furnishing all labor, material and equipment necessary to complete work.

The cost of temporary service connections and bypass burials will be paid for under separate items. Asphalt restoration, lawn restoration, excavation for connections to existing water mains will be paid for under separate items.

A partial payment of only 50 percent of the unit price bid will be made for installed
bypass pipe that has not been tested, or has not satisfactorily passed health tests.

Temporary Service Connections – Unit price bid shall include the cost of notifications; furnishing, installing, maintaining and removing all 3/4 inch minimum hose; pipe and pipe fittings for connections 2 inch and greater; hardware; individual service pressure regulator valves (when connected to full pressure mains or bypass); double-valved “Y” connectors; joint materials; flushing; and furnishing all labor, material and equipment necessary to complete work. The cost of bypass pipe and bypass burials will be paid for under separate items.

Temporary Bypass Water Pipe Burial – Unit price bid shall include the cost of saw cuts; excavation; temporary backfill and asphalt; maintaining temporary asphalt; removal of temporary asphalt and backfill; and furnishing all labor, material and equipment necessary to complete work and crossings of public roads and driveways for businesses.

The cost of temporary service connections and bypass pipe will be paid for under separate items. Permanent asphalt restoration and lawn restoration will be paid for under separate items.

Payment will be made under:

<table>
<thead>
<tr>
<th>Item No.</th>
<th>Item</th>
<th>Pay Unit</th>
</tr>
</thead>
<tbody>
<tr>
<td>C660.51</td>
<td>1” Minimum Temporary Service Connections for Individual Consumers (Including all hose and connection fittings)</td>
<td>Each</td>
</tr>
<tr>
<td>C660.52</td>
<td>2” Minimum Temporary Service Connections for Individual Consumers (Including all hose and connection fittings)</td>
<td>Each</td>
</tr>
<tr>
<td>C660.53</td>
<td>2” Water Main Bypass Pipe and Fittings (Including Hydrant Connections and Temporary Hydrants)</td>
<td>LF</td>
</tr>
<tr>
<td>C660.54</td>
<td>4” Water Main Bypass Pipe and Fittings (Including Hydrant Connections and Temporary Hydrants)</td>
<td>LF</td>
</tr>
<tr>
<td>C660.55</td>
<td>6” Water Main Bypass Pipe and Fittings (Including Hydrant Connections and Temporary Hydrants)</td>
<td>LF</td>
</tr>
<tr>
<td>C660.56</td>
<td>Bypass Burial Requiring Asphalt Excavation (Including all Temporary Asphalt and Maintenance)</td>
<td>LF</td>
</tr>
</tbody>
</table>